
SEE KEYS UG SPECS

3. KIW TO INSTALL TRANSFORMER AS SHOWN ON DRAWING.

1. KIW TO EXCAVATE AND INSTALL 2-4" HIGH VOLTAGE CONDUITS, 1-4" COMMUNICATION CONDUIT AND 2-TRANSFORMER PADS AS SHOWN ON THE DRAWING.

2. KIW TO INSTALL CONDUIT SWEEPS ON THE WEST SIDE OF POLE M4-10-1.

1. KEYS TO REPLACE EXISTING POLE M1A-L WITH A 35' CONCRETE POLE AS STAKED AND TAG NEW POLE M4-10-2.

4. KEYS TO INSTALL 1-150 KVA, 277/480 PADMOUNT TRANSFORMER (M4-10-1-T1) AND 1-100 KVA, 120/240 PADMOUNT TRANSFORMER

8. KEYS TO STAKE TRANSFORMER LOCATIONS.

1. CUSTOMER TO INSTALL ALL SECONDARY CONDUITS AND CONDUCTORS.

2. CUSTOMER TO LABEL ALL SECONDARY CONDUCTORS.

3. CUSTOMER RESPONSIBLE TO MAINTAIN A 4' WIDE LEVEL CONCRETE AREA FOR THE WIDTH OF THE TRANSFORMERS AND AREA OUT 12'

IN FRONT AND 3' TO THE SIDES AND REAR OF TRANSFORMERS TO REMAIN UNOBSTRUCTED (SEE DETAIL-6).

7. KEYS TO TAG NEW PADMOUNT TRANSFORMERS AS SHOWN ON DRAWING.

SECONDARY STUB-OUTS BY KEYS

SECONDARY CONDUITS TO BE  INSTALLED BY  DEVELOPER, SEE TOP VIEW.
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2. KEYS TO RELOCATE AND REPLACE EXISTING POLE M1A-4 WITH A NEW 45-A POLE AS STAKED, TAG POLE M4-10-1, FRAME OUT 

 THE WEST SIDE OF POLE AND FUSE CUTOUTS WITH 20 AMP FUSES.

 (M4-10-1-T2) ON NEW PADS  AND TERMINATE UNDERGROUND CONDUCTORS AT RISER POLE AND PADMOUNT TRANSFORMERS (CONNECT 

5. KEYS TO INSTALL NEW 1/0 TRIPLEX FROM EXISTING POLE M4-10 TO NEW POLES AND ON TO EXISTING CUSTOMER POLE TO FEED 

    EXISTING METER CENTER SERVICING PORTABLE CLASSROOMS AS SHOWN ON DRAWING.

 M4-10-1-T2 TO B-PHASE).

3. KEYS TO UPGRADE WOOD DEAD END CROSSARM ON POLE M4-10 WITH A 8' PUPI CROSSARM AND UPGRADE 3- PHASE #2 PRIMARY TO

 1/0 AAAC PRIMARY AND EXTEND TO NEW KEYS POLE M4-10-1 AND DEAD END.

6. KEYS TO INSTALL A 25 KVA TRANSFORMER ON POLE L47-7 AND CONNECT TO A PHASE (ROAD) ON BOTTOM CIRCUIT AND INSTALL NEW 1/0 TRIPLEX

    FROM POLE L47-7 TO POLE M1A-C TO FEED EXISTING CROSSWALK LIGHT.

5. KIW TO WAIT ON DISPOSAL OF FILL UNTIL KEYS/MCSB PROVIDES DIRECTION ON CONTAMINATION.

4. KEYS TO INSTALL SECONDARY STUB-OUTS.

SECONDARY CONDUITS TO BE  INSTALLED BY  DEVELOPER, SEE TOP VIEW.

SECONDARY STUB -OUTS BY KEYS

9. KEYS TO REMOVE ALL OVERHEAD PRIMARY, SECONDARY, TRANSFORMERS, CROSSARMS AND PRIMARY METERING EQUIPMENT.

10. KEYS TO REMOVE POLES M1A-K, M1A-E, M1A-3, M1A-Z AND M1A-1.


